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EPA Action Date Taken Remediation Date Remediation EPA Action Remediation Date Remediation EPA Action

Location Within Building Limit (ug/L) Out of Service Measure Taken Limit (ug/L) Measure Taken Limit (ug/L)

Central Avenue Elementary

Bathroom 105 sink 16 10/27/16 Replace faucet 12/7/16 4.40

Bathroom 125 sink 46 10/27/16 Replace faucet 12/8/16 17.4 Install filter 4/12/2018 1.49

Boys Bathroom across from 131 sink 17.6 10/27/16 Replace faucet 12/6/16 12.2

Boys Bathroom across from 131 sink 29.8 10/27/16 Replace faucet 12/6/16 13.3

Boys Bathroom across from 131 sink 50.3 10/27/16 Replace faucet 12/6/16 13.1

Classroom 108 sink 16.9 10/27/16 Replace faucet 12/5/16 13.2

Classroom 109 sink 17.5 10/27/16 Replace faucet 12/5/16 3.82

Classroom 119 sink 20.2 10/27/16 Replace faucet 12/15/16 12.6

Classroom 124 sink 30.6 10/27/16 Replace faucet 12/12/16 62.1 Install filter 4/12/2018 1.75

Classroom 126 sink 42.8 10/27/16 Replace faucet 12/9/16 18.1 Install filter 4/12/2018 <1.0

Classroom 127 sink 42.7 10/27/16 Replace faucet 12/9/16 17 Install filter 4/13/2018 <1.0

Classroom 128 sink 103 10/27/16 Replace faucet 12/5/16 28.7 Install filter 4/20/2018 8.33

Classroom 130 sink 56.4 10/27/16 Replace faucet 12/9/16 15.3 Install filter 12/31/2018 1.45

Classroom 135 sink 16.6 10/27/16 Replace faucet 12/8/16 9.31

Classroom 137 sink 23.5 10/27/16 Replace faucet 12/8/16 10.7

Classroom 138 sink 84.2 10/27/16 Replace faucet 12/8/16 28.6 Install filter 12/31/2018 3.88

Classroom 139 sink 32.4 10/27/16 Replace faucet 12/8/16 17.7 Install filter 12/31/2018 <1.0

Classroom 140 sink 63.6 10/27/16 Replace faucet 12/8/16 40.1 Install filter 12/31/2018 <1.0

Faculty Bathroom 128 sink 41.9 10/27/16 Replace faucet 12/5/16 22.7 Install filter 4/20/2018 2.82

Faculty Bathroom 128 sink 47.2 10/27/16 Replace faucet 12/5/16 50 Install filter 4/20/2018 2.31

Fountain room 113 café 65 10/27/16 Replace faucet 12/5/16 58.7 Install filter 12/31/2018 104

Girls Bathroom across from 131 sink 18.7 10/27/16 Replace faucet 12/6/16 9.29

Girls Bathroom across from 131 sink 20.3 10/27/16 Replace faucet 12/6/16 15.8 Install filter 4/20/2018 1.53

Girls Bathroom across from 131 sink 70.6 10/27/16 Replace faucet 12/6/16 19.1 Install filter 4/20/2018 <1.0

Girls locker room sink 34.7 10/27/16 Replace faucet 12/8/16 3.28

Girls locker room sink 52.6 10/27/16 Replace faucet 12/8/16 9.85

Kitchen sink 114 20.8 10/27/16 Replace faucet 12/6/16 6.52

Como Park Elementary

Bathroom 201 sink 19.3 10/27/16 Replace faucet 11/8/16 17.1 Install filter 2/23/2018 2.63

Classroom 114 sink 17.9 10/27/16 Replace faucet 11/8/16 19.8 Install filter 12/31/2018 1.42

Classroom 214 sink 81.5 10/27/16 Replace faucet 11/14/16 59.6 Install filter 2/23/2018 3.19

Classroom 215 sink 26.7 10/27/16 Replace faucet 11/7/16 25.1 Install filter 12/31/2018 3.24

Classroom 216 sink 18 10/27/16 Replace faucet 11/14/16 23.6 Install filter 2/23/2018 1.39

Classroom 216 sink 28.2 10/27/16 Replace faucet 11/14/16 11.3

Classroom 223 sink 20.1 10/27/16 Replace faucet 10/3/16 14.1

Classroom 224 sink 37.1 10/27/16 Replace faucet 11/15/16 33 Install filter 2/23/2018 1.99

Classroom 225 sink 33 10/27/16 Replace faucet 11/9/16 23.8 Install filter 2/23/2018 1.51

Classroom 226 sink 21.7 10/27/16 Replace faucet 11/14/16 23.3 Install filter 2/23/2018 1.53

Classroom 227 sink 35.6 10/27/16 Replace faucet 11/8/16 61.8 Install filter 2/23/2018 1.60

Faculty room 212 sink 21.7 10/27/16 Replace faucet 11/4/16 12.7

Bubbler Classroom 109 21.3 10/27/16 Replace faucet 11/4/16 19.8 removed 2/14/2018 -

Bubbler Room 120 51.9 10/27/16 Remove fountain 11/4/16 -

Girls Bathroom sink across from 222 20.5 10/27/16 Replace faucet 11/15/16 14.3

Kitchen sprayer/faucet 15.1 10/27/16 Replace sprayer assy. 11/9/16 3.27

Nurses bathroom sink 106 26 10/27/16 Replace faucet 10/31/16 12.6

Nurses office sink 106 15.3 10/27/16 Replace faucet 10/31/16 11.1

Court Street Elementary

Bathroom sink kitchen 19.5 10/27/16 Replace faucet 11/18/16 9.08

Bubbler Girl's PE office 15.2 10/27/16 Replace faucet 11/18/16 9.11

Classroom 103 sink 18.5 10/27/16 Replace faucet 11/18/16 17 Install filter 2/23/2018

Classroom 107 sink 20.7 10/27/16 Replace faucet 11/18/16 21.4 Install filter 2/23/2018

Classroom 118B sink-left 27.7 10/27/16 Take out of service removed & capped -

Classroom 118B sink-center 69.7 10/27/16 Replace faucet 11/21/16 14.6

Classroom 118B sink-right 418 10/27/16 Take out of service removed & capped -

Classroom 122 sink 24.6 10/27/16 Replace faucet 11/18/16 6.11

Classroom 125 sink 17.1 10/27/16 Replace faucet 11/18/16 3.42

Classroom 127 sink 17.5 10/27/16 Replace faucet 11/18/16 9.32

Bubbler Classroom 132 15.6 10/27/16 Replace faucet 11/18/16 13.3

Bubbler gym hallway (pink) 18.4 10/27/16 Replace faucet 11/18/16 13.8
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Hillview Elementary

Bathroom sink Boy's Locker Room (rear of gym) 48.8 10/27/16 Replace faucet 11/29/16 27.9 Install filter 2/15/2018

Bathroom sink principal's office 32.7 10/27/16 Replace faucet 10/19/16 8.74

Boys Bathroom 18-19 (sink closest to hallway) 108 10/27/16 Replace faucet 11/28/16 2.81

Bubbler Boy's Locker Room (rear of gym) 24.9 10/27/16 Replace faucet 11/29/16 10.4

Maintenance room sink (basement) 19 10/27/16 Replace faucet 11/14/16 11.2

John A. Sciole Elementary

Café handwashing sink 29.9 10/27/16 Install Filter 10/27/16 33.7 Install Filter 1/12/2018 3.05

Café sink faucet by steamer 331 10/27/16 Install Filter 10/27/16 20.9 Install Filter 1/12/2018 11.9

Classroom 2 sink 15.2 10/27/16 Install Filter 10/28/16 20.1 Install Filter 1/12/2018 18.7

Kitchen sink 16.7 10/27/16 Install Filter 10/27/16 15.7 Install Filter 1/12/2018 3.67

Kitchen sink within table 101 10/27/16 Replace faucet 10/27/16 11.7

Outdoor bathroom sink 24.1 10/27/16 Replace faucet 11/21/16 3.41

Room 29 sink (gym teacher office) 23.1 10/27/16 Replace faucet 11/21/16 10.6

Kitchen Pot sink left 56.4 10/27/16 Replace faucet 11/21/2016 11.2

Café sink faucet by steamer 331 10/27/16 Replace faucet 11/21/2016 2.26

Kitchen Pot filler 23.5 10/27/16 Install Filter 11/21/2016 25.2 Install Filter 1/12/2018 12.3

William Street School 

Classroom 106 sprayer (teacher's station) 20.4 10/27/16 n/a Eyewash-not required 12.5

Classroom 127 sink (teacher's station) 42.3 10/27/16 Replace faucet 11/16/16 25.5

Classroom 224 sink (science lab teacher's station) 46.5 10/27/16 Replace faucet 11/16/16 5.85

Classroom 232 sink (science lab teacher's station) 18 10/27/16 Replace faucet 11/16/16 12

Classroom 234 sink (science lab teacher's station) 48.9 10/27/16 Replace faucet 11/16/16 9.21

Lancaster Middle School

Kitchen sink 71.8 12/6/16 Replace faucet 1/10/17 3.46

Kitchen sink-garbage disposal 109 12/6/16 Replace faucet 1/10/17 8.42

Classroom 120 sink 16.1 12/6/16 Replace faucet slop sink-not required -

Classroom 156 sink 21.6 12/6/16 Replace faucet 1/27/17 183 2.81

Classroom 156 sink (teacher's station) 85 12/6/16 Replace faucet 1/27/17 6.23

Classroom 104 eyewash station 17.2 n/a n/a Eyewash-not required -

Classroom 106 eyewash station 49.5 n/a n/a Eyewash-not required -

Basement Bathroom sink 30.3 12/6/16 Replace faucet 1/24/2017 4.29

Classroom 108 sink 23 12/6/16 Replace faucet 1/27/2017 14.6

Classroom 301 sink 31.1 12/6/16 Replace faucet 1/11/2017 70.2 66.9

Classroom 301 sink 51.5 12/6/16 Replace faucet 1/11/2017 26.5 23.2

Classroom 301 sink 38.7 12/6/16 Replace faucet 1/11/2017 16.4

Classroom 301 sink 19.7 12/6/16 Replace faucet 1/11/2017 87 47.3

Classroom 301 sink 74.1 12/6/16 Replace faucet 1/11/2017 55.6

Classroom 301 sink 39.4 12/6/16 Replace faucet 1/11/2017 68.3 38.6

Classroom 301 sink 85.3 12/6/16 Replace faucet 3/22/2017 33.8

Classroom 301 sink 32 12/6/16 Replace faucet 3/22/2017 50.2 34.3

Classroom 301 sink 79.5 12/6/16 Replace faucet 3/22/2017 17.1

Classroom 301 sink 17.4 12/6/16 Replace faucet 3/22/2017 41.1 28.4

Classroom 301 sink 45.6 12/6/16 Replace faucet 3/22/2017 48.9

Classroom 309 sink 33.4 12/6/16 Replace faucet 3/22/2017 30.4

Classroom 309 sink 33.3 12/6/16 Replace faucet 3/22/2017 17

Classroom 309 sink 49.3 12/6/16 Replace faucet 3/22/2017 37.9

Classroom 309 sink 53.6 12/6/16 Replace faucet 3/22/2017 23.1

Classroom 309 sink 43.6 12/6/16 Replace faucet 3/22/2017 49.9

Classroom 309 sink 80.2 12/6/16 Replace faucet 3/22/2017 41.1

Classroom 309 sink 39.3 12/6/16 Replace faucet 3/22/2017 52

Classroom 309 sink 37.6 12/6/16 Replace faucet 3/22/2017 54.6

Classroom 309 sink 43.4 12/6/16 Replace faucet 3/22/2017 70.2

Classroom 309 sink 50.9 12/6/16 Replace faucet 3/22/2017 22.1

Classroom 309 sink 85 12/6/16 Replace faucet 3/22/2017 180

Media Center office sink 23.9 12/6/16 Replace faucet 3/15/2017 18.8

Classroom 218 sink 43.3 12/6/16 Replace faucet 3/15/2017 44.8
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Lancaster High School

Men's Faculty Bathroom next to Guidance Counseling Center (sink closest to hallway) 22.8 12/6/2016 Replace faucet 7/19/2017 18.5

Men's Faculty Bathroom next to Guidance Counseling Center (middle sink) 32.3 12/6/2016 Replace faucet 7/19/2017 21.4

Men's Faculty Bathroom next to Guidance Counseling Center (sink furthest from hallway) 55.7 12/6/2016 Replace faucet 7/19/2017 39.1

Women's Faculty Bathroom next to Guidance Counseling Center (sink furthest from hallway) 37.1 12/6/2016 Replace faucet 7/19/2017 64.5

Girls Bathroom by room 208 (middle sink) 17.7 12/6/2016 Replace faucet 7/19/2017 2.54

Classroom 213B sink 32.1 12/6/2016 Replace faucet 9/8/2017 247

Classroom 216 sink 35 12/6/2016 Replace faucet 7/19/2017 7.91

Classroom 217 sink 23 12/6/2016 Replace faucet 1/20/2017 14.9

Classroom 217 sink 19.1 12/6/2016 Replace faucet 1/20/2017 11

Classroom 217 sink 21.4 12/6/2016 Replace faucet 1/20/2017 15.5

Classroom S16 sink 16.6 12/6/2016 Replace faucet 7/19/2017 31.3

Classroom S16 sink 20.7 12/6/2016 Replace faucet 7/19/2017 35.8

Classroom S16 sink 27.4 12/6/2016 Replace faucet 7/19/2017 38.3

Classroom S16 sink 25.7 12/6/2016 Replace faucet 7/19/2017 30.1

Classroom S16 sink 21.2 12/6/2016 Replace faucet 7/19/2017 43

Classroom S16 sink 36.9 12/6/2016 Replace faucet 7/19/2017 29.8

Classroom S16 sink 23.8 12/6/2016 Replace faucet 7/19/2017 43.4

Classroom S16 sink 16.1 12/6/2016 Replace faucet 7/19/2017 64.4

Classroom S16 sink 66.5 12/6/2016 Replace faucet 7/19/2017 67.9

Classroom S16 sink 54.3 12/6/2016 Replace faucet 7/19/2017 73.2

Classroom S16 sink 28.4 12/6/2016 Replace faucet 7/19/2017 9.97

Classroom S15 sink 33.5 12/6/2016 Replace faucet 7/19/2017 39.5

Classroom S15 sink 51.1 12/6/2016 Replace faucet 7/19/2017 105

Classroom S15 sink 29.4 12/6/2016 Replace faucet 7/19/2017 51.5

Classroom S14 sink 23.4 12/6/2016 Replace faucet 7/19/2017 27.3

Classroom S14 sink 43.1 12/6/2016 Replace faucet 7/19/2017 61.5

Classroom S14 sink 68.6 12/6/2016 Replace faucet 7/19/2017 140

Classroom S14 sink 34.9 12/6/2016 Replace faucet 7/19/2017 23.3

Classroom S13 sink 16.9 12/6/2016 Replace faucet 7/19/2017 16.4

Classroom S13 sink 104 12/6/2016 Replace faucet 7/19/2017 92

Classroom S13 sink 107 12/6/2016 Replace faucet Not Required -

Classroom S13 sink 97.9 12/6/2016 Replace faucet Not Required -

Classroom S13 sink 28.5 12/6/2016 Replace faucet 7/19/2017 27.2

Classroom S15 sink 142 12/6/2016 Replace faucet Not Required -

Classroom S15 sink 286 12/6/2016 Replace faucet Not Required -

Classroom S12 sink 19.7 12/6/2016 Replace faucet 7/19/2017 16.6

Classroom S12 sink 58 12/6/2016 Replace faucet 7/19/2017 70.8

Classroom S12 sink 61.3 12/6/2016 Replace faucet Not Required -

Classroom S12 sink 265 12/6/2016 Replace faucet Not Required -

Classroom S12 sink 45.3 12/6/2016 Replace faucet 7/19/2017 39.9

Classroom S12 sink 38.8 12/6/2016 Replace faucet 7/19/2017 78.6

Classroom S11 sink 26.9 12/6/2016 Replace faucet 7/19/2017 29.5

Classroom S11 sink 34.8 12/6/2016 Replace faucet 7/19/2017 54.3

Classroom S11 sink 34.9 12/6/2016 Replace faucet Not Required -

Classroom S11 sink 21.6 12/6/2016 Replace faucet Not Required -

Classroom S11 sink 68 12/6/2016 Replace faucet 7/19/2017 30.4

Classroom 109 sink 72.9 12/6/2016 Replace faucet 7/19/2017 38.6

Classroom 109 sink 58.5 12/6/2016 Replace faucet 7/19/2017 21.2

Classroom 109 sink 79.9 12/6/2016 Replace faucet 7/19/2017 20.2

Classroom 109 sink 37.1 12/6/2016 Replace faucet 7/19/2017 17.8

Classroom 109 sink 93.2 12/6/2016 Replace faucet 7/19/2017 18.1

Classroom 109 sink 34.9 12/6/2016 Replace faucet 7/19/2017 18.1

Classroom 109 sink 33.7 12/6/2016 Replace faucet 7/19/2017 9.79

Classroom 107 sink 1780 12/6/2016 Replace faucet 7/19/2017 5.06

Boys Bathroom by room 105 (middle sink) 31.7 12/6/2016 Replace faucet 7/19/2017 2.86

Boys Bathroom by room 105 (sink closest to hallway) 33.1 12/6/2016 Replace faucet 7/19/2017 3.97

Girls Bathroom by room 105 (sink furthest to hallway) 32.5 12/6/2016 Replace faucet 8/31/2017 5.02

Fountain by room 105 36.2 12/6/2016 Replace fountain 12/16/2017 <1.0

Fountain by nurse's office 42.1 12/6/2016 Replace fountain 12/22/2016 <1.0

Nurses office handwashing sink 239 12/6/2016 Replace faucet 12/22/2016 8.13

Nurses office bathroom sink 184 12/6/2016 Replace faucet 1/17/2017 4.85

Nurses office efficiency sink 15.7 12/6/2016 Replace faucet 1/17/2017 9.53
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Lancaster High School (continued)

Girls Bathroom across from Java Gym (sink furthest from hallway) 102 12/6/2016 Replace faucet 7/19/2017 5.54

Boys Bathroom across from Java Gym (sink closest to hallway) 99.8 12/6/2016 Replace faucet 7/19/2017 1.15

Boys Bathroom across from Java Gym (middle sink) 50.1 12/6/2016 Replace faucet 7/19/2017 5.78

Teacher bathroom sink-girls Java Gym PE office 16.8 12/6/2016 Replace faucet 7/19/2017 4.04

Basement/Rifle range sink 61 12/6/2016 Replace faucet 7/19/2017 6.67

Teacher bathroom sink-girls North Gym PE office 26.1 12/6/2016 Remove faucet Removed -

Classroom 168 sink 32 12/6/2016 Replace faucet 9/8/2017 5.48

Classroom 168 sink 25.1 12/6/2016 Replace faucet 9/8/2017 8.44

Classroom 167 sink 46.5 12/6/2016 Replace faucet 9/8/2017 23.3

Classroom 166 sink 24.5 12/6/2016 Replace faucet 9/8/2017 12.8

Classroom 166 sink 19.4 12/6/2016 Replace faucet 9/8/2017 19.7

Fountain room 166 43.5 12/6/2016 Remove fountain Removed -

Boys pool lockerroom sink 19 12/6/2016 Replace faucet 7/19/2017 7.18

Boys pool sink-outside of boys pool lockerroom 20.2 12/6/2016 Replace faucet 7/19/2017 7.37

Boys Java Gym lockerroom sink 22.5 12/6/2016 Replace faucet 7/19/2017 1.14

Fountain boys Java gym lockerroom 43.8 12/6/2016 Remove fountain Removed -

Classroom 151 sink 34 12/6/2016 Replace faucet 8/31/2017 9.87

Classroom 138 sink 53.8 12/6/2016 Replace faucet 7/19/2017 47.7

Classroom 138 sink 102 12/6/2016 Replace faucet 7/19/2017 50.1

Classroom 138 sink 32.8 12/6/2016 Replace faucet 7/19/2017 186

Classroom 138 sink 16.5 12/6/2016 Replace faucet 7/19/2017 20.3

Classroom 138 sink 107 12/6/2016 Replace faucet 7/19/2017 58.6

Classroom 138A sink 34.6 12/6/2016 Replace faucet 7/19/2017 31.4

Classroom 141 sink 2230 12/6/2016 Replace faucet 8/31/2017 5.86

Classroom 141 sink 49.4 12/6/2016 Replace faucet 8/31/2017 8.55

Classroom 136 sink 165 12/6/2016 Replace faucet 7/19/2017 47.3

Classroom 136 sink 16.5 12/6/2016 Replace faucet 7/19/2017 8.15

Classroom 136 sink 54.6 12/6/2016 Replace faucet 7/19/2017 47.4

Classroom 136 sink 51.1 12/6/2016 Replace faucet 7/19/2017 54.4

Classroom 134 sink 57.6 12/6/2016 Replace faucet 7/19/2017 8.49

Classroom 134 sink 16.6 12/6/2016 Replace faucet 7/19/2017 24.7

Classroom 134 sink 30.4 12/6/2016 Replace faucet 7/19/2017 35.9

Classroom 134 sink 52 12/6/2016 Replace faucet 7/19/2017 114

Classroom 134 sink 44.2 12/6/2016 Replace faucet 7/19/2017 12.7

Classroom 134 sink 24.5 12/6/2016 Replace faucet 7/19/2017 15.4

Classroom 134 sink 15.7 12/6/2016 Replace faucet 7/19/2017 16.1

Classroom 134 sink 20.9 12/6/2016 Replace faucet 7/19/2017 4.88

Classroom 134 sink 42.5 12/6/2016 Replace faucet 7/19/2017 9.05

Classroom 134 sink 40 12/6/2016 Replace faucet 7/19/2017 40.2

Classroom 131 sink 33.7 12/6/2016 Replace faucet 7/19/2017 12.7

Classroom 131 sink 19.5 12/6/2016 Replace faucet 8\31/2017 7.19

Classroom 131A sink 39.9 12/6/2016 Replace faucet 7/19/2017 10.5

Classroom 130 sink 44.8 12/6/2016 Replace faucet 7/19/2017 4.74

Classroom 130 sink 65.1 12/6/2016 Replace faucet 7/19/2017 2.42

Classroom 130 sink 20.8 12/6/2016 Replace faucet 7/19/2017 13.6

Classroom 130 sink 20.4 12/6/2016 Replace faucet 7/19/2017 10.2

Classroom 129 sink 92 12/6/2016 Replace faucet 7/19/2017 7.17

Classroom 129 sink 42.5 12/6/2016 Replace faucet 8/31/2017 20

Classroom 130 sink 15.7 12/6/2016 Replace faucet 7/19/2017 11.8

Classroom 128 sink 161 12/6/2016 Replace faucet 7/19/2017 34.3

Classroom 128 sink 30.9 12/6/2016 Replace faucet 7/19/2017 4.43

Classroom 126 sink 21.7 12/6/2016 Replace faucet 7/19/2017 4.37

Classroom 116 sink 21.7 12/6/2016 Replace faucet 8/31/2017 9.67

Classroom 114A sink 87.9 12/6/2016 Replace faucet 7/19/2017 18.1

Classroom 114 sink 17.7 12/6/2016 Replace faucet 8/31/2017 11.3

Classroom 111 sink 69.1 12/6/2016 Replace faucet 7/19/2017 14.8

Classroom 111 sink 135 12/6/2016 Replace faucet 7/19/2017 16.3

Classroom 111 sink 88.8 12/6/2016 Replace faucet 7/19/2017 20.9

Classroom 111 sink 83.9 12/6/2016 Replace faucet 7/19/2017 11.5

Classroom 111 sink 48.3 12/6/2016 Replace faucet 7/19/2017 9.11

Classroom 111 sink 47.6 12/6/2016 Replace faucet 7/19/2017 16.7

Classroom 111 sink 111 12/6/2016 Replace faucet 7/19/2017 5.02
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Lancaster High School (continued)

Classroom 111 sink 45.3 12/6/2016 Replace faucet 7/19/2017 7.91

Classroom 111 sink 39.7 12/6/2016 Replace faucet 7/19/2017 5.65

Classroom 111 sink 27.1 12/6/2016 Replace faucet 7/19/2017 6.5

Classroom 111 sink 28.6 12/6/2016 Replace faucet 7/19/2017 5.36

Classroom 111 sink 25.4 12/6/2016 Replace faucet 7/19/2017 4.6

Classroom 111 sink 23.6 12/6/2016 Replace faucet 7/19/2017 6.93

Classroom 111 sink 22.3 12/6/2016 Replace faucet 7/19/2017 11.9

Classroom sink-Credit Union office 19.7 12/6/2016 Replace faucet 8/31/2017 15.1

Classroom 111 sink (prep area) 39 12/8/2016 Replace faucet 10/12/2017

District Office

Maintenance building utility sink 60.2 12/6/2016 Replace supply line 2/8/2017 45.3

Transportation Building

None


